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PLASTIC LAMINATE FILLER PANEL.

FINISH EXPOSED SIDE OF BASE / WALL CABINET WITH PLASTIC LAMINATE.
(TYP)

PLASTIC LAMINATE END PANEL.

1" PLASTIC LAMINATE SUPPORT LEG.

PLASTIC LAMINATE FASCIA PANEL ABOVE WALL CABINET, TYPICAL.

PLASTIC WALL PROTECTION.

CORNER GUARD.

HANDRAIL, MOUNT TOP AT 3'-0" A.F.F.

CRASH RAIL, MOUNT TOP AT 3'-0" A.F.F.

SOLID SURFACE COUNTERTOP.

SOLID SURFACE TRANSACTION SHELF.

FABRIC WRAP TACK BOARD.

WINDOW SILL TO BE CLEANED AND RETURNED TO ORIGINAL FINISH

4" HIGH SOLID SURFACE BACK AND SIDE SPLASHES.

LOCKER ROOM BENCH, TO BE RELOCATED FROM BUILDING 58.

SCHEDULED BASE AT RECESSED TOE KICK.

SCHEDULED BASE.

CONTINUOUS WIRE MOLD, REFER TO ELECTRICAL DRAWINGS.

CONTINUOUS "J" HANGER.

SEGMENTED REMOVABLE ACCESS PANEL.

TASK LIGHTING

WALL SCONCE

GYPSUM WALLBOARD SOFFIT.  COORDINATE HEIGHT WITH SOUND BOOTH
SELECTED BY VA.

STORAGE CABINET, NOT IN CONTRACT.

BOOKCASE, NOT IN CONTRACT.

METAL LOCKERS WITH SLOPED TOP, SEE SPECIFICATIONS.

GYPSUM WALLBOARD SOFFIT

MILLWORK TO BE LOCKABLE

LAMINATE AND TEMPERED GLASS

CUBICLE CURTAIN AND TRACK

METAL SUPPORT BRACKET

FURNITURE, N.I.C.

BRICK INFILL TO MATCH EXISTING CONSTRUCTION.

EXISTING ELECTRICAL PANEL, TO REMAIN.

ROBE HOOK RACK WITH 8 DOUBLE HOOKS.
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NOTE: SEE SHEET AE-002 FOR ALTERNATES

As indicated RENOVATE BUILDING 69

TN BG

FIRST FLOOR ENLARGED PLAN - THERAPY POOL

1/22/2014 29 86

AE406

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1/4" = 1'-0"D1 ENLARGED FLOOR PLAN - THERAPY POOL

 1/4" = 1'-0"E1 MEN'S SHOWER/ LOCKER
 1/4" = 1'-0"E3 MEN'S SHOWER/ LOCKER

 1/4" = 1'-0"E7 MEN'S SHOWER / LOCKER 1-605
 1/4" = 1'-0"E4 MEN'S SHOWER / LOCKER 1-605

 1/4" = 1'-0"E5 MEN'S SHOWER / LOCKER 1-605

 1/4" = 1'-0"F3 WOMEN'S TOILET ROOM
 1/4" = 1'-0"F4 WOMEN'S SHOWER / LOCKER 1-601

 1/4" = 1'-0"F2 WOMEN'S TOILET ROOM
 1/4" = 1'-0"F5 WOMEN'S SHOWER / LOCKER 1-601

 1/4" = 1'-0"E6 MEN'S SHOWER / LOCKER 1-605
 1/4" = 1'-0"E2 MEN'S SHOWER/ LOCKER

 1/4" = 1'-0"F6 TOILET
 1/4" = 1'-0"F7 TOILET

 1/4" = 1'-0"F8 TOILET
 1/4" = 1'-0"F1 OFFICE 1-604

Revisions Date


